Map ID MAP FINDINGS
Direction
Distance EDR ID Number
Elevation  Site Database(s) EPA ID Number
1161 NYSGE : TRANSFORMER OIL NY Spills $105056133
East 62 DOVER FURNACE RD N/A
>1 DOVER, NY
1.535 mi.
8104 ft.
Relative: SPILLS:
Higher Name: NYSGE : TRANSFORMER OIL
Actual: Address: 62 DOVER FURNACE RD
2 ft. City,State, Zip: DOVER, NY
Spill Number/Closed Date: 0103839 / 2001-07-11
Facility 1D: 0103839
Facility Type: ER
DER Fagility ID: 146747
Site ID: 174503
DEC Region: 3
Spill Cause: Other
Spill Class: C4
SWIS: 1426
Spill Date: 2001-07-10
Investigator: VPMCCABE
Referred To: Not reported
Reported to Dept: 2001-07-11
CiD: 257
Water Affected: Not reported
Spill Source: Commercial/Industrial
Spill Notifier: Responsible Party

Cleanup Ceased:
Cleanup Meets Std:
Last Inspection:
Recommended Penalty:
UST Trust:

Remediation Phase:

Date Entered In Computer:

Spill Record Last Update:
Spiller Name:

Spiller Company:

Spiller Address:

Spiller Company:
Contact Name:

DEC Memo:

Remarks:

All Materials:
Site ID:
Operable Unit ID:
Operable Unit:
Material ID:
Material Code:
Material Name:
Case No.:
Material FA:
Quantity:
Units:
Recovered:
Oxygenate:

Not reported
True

Not reported
False

False

0
2001-07-11
2004-08-11
Not reported
NYS ELECTRIC & GAS
WEIRK AV
001

BOB BAKER

"Prior to Sept, 2004 data translation this spill Lead_DEC Field was
MCCABE This spill was updated 08/11/2004 from info in V. McCabe’s
data files. 'Date:’ = 07/11/01, 'Phone’ = - -, 'Site Insp’ = N/A. "
"lighting hit transformer - could be pcb oil - clean crew is on the

way "

174503
842362

01

535914
0020A
transformer oil
Not reported
Petroleum
12.00

G

.00

Not reported
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